§34.303. Adopted Standards.

(a) The Commissioner adopts by reference:

(1) NFPA 1-2021 [2015] Fire Code, except for:

(A) Chapter 1 Administration, to the extent that subsections 1.6 Enforcement, 1.7 Authority, 1.8 Duties and Powers of the Incident Commander, 1.9 Liability, 1.10 Fire Code Board of Appeals, 1.11 Records and Reports, 1.12 Permits and Approvals, 1.13 Certificates of Fitness, 1.14 Plan Review, and 1.16 Notice of Violations and Penalties do not apply to State Fire Marshal inspections;

(B) Chapter 30 Motor Fuel Dispensing Facilities and Repair Garages, to the extent it conflicts with standards adopted in Subchapter A of this chapter and Health and Safety Code Chapter 753;

(C) Chapter 60 Hazardous Materials, to the extent it will not be applied to laboratories and laboratories in health care occupancies; and

(D) Chapter 65 Explosives, Fireworks, and Model Rocketry, to the extent it conflicts with Subchapter H of this chapter and Occupations Code Chapter 2154;

(2) NFPA Life Safety Code 101-2021 [2015];

(b) These copyrighted standards and recommendations are adopted for inspections performed under Government Code §417.008, except to the extent they are in conflict with sections of this chapter or any Texas statutes or federal law. The standards are published by and are available from the National Fire Protection Association Inc. on the NFPA website at www.nfpa.org, Batterymarch Park, Quincy, Massachusetts 02269, or by calling 1-800-
§34.507. Adopted Standards.

(a) The Commissioner adopts by reference in their entirety, except as noted, the following copyrighted standards and recommendations in this subchapter. If a standard refers to a provision in a specific edition of another standard, the provision is applicable only if it does not conflict with the adopted standard shown in this section. The standards are published by and available from the National Fire Protection Association Inc. (NFPA) on the NFPA website at www.nfpa.org. A copy of the standards will be available for public inspection in the State Fire Marshal’s Office.

(1) NFPA 10-2018 [2013], Standard for Portable Fire Extinguishers.

(2) NFPA 11-2016 [2016], Standard for Low-, Medium-, and High-Expansion Foam and Combined Agent Systems.


(7) NFPA 17-2021 [2013], Standard for Dry Chemical Extinguishing Systems.

(8) NFPA 17A-2021 [2013], Standard for Wet Chemical Extinguishing Systems.
(9) NFPA 18-2021 [2014], Standard on Wetting Agents.


SUBCHAPTER F. FIRE ALARM RULES

28 TAC §34.607

§34.607. Adopted Standards.

(a) The Commissioner adopts by reference those sections of the following copyrighted minimum standards, recommendations, and appendices concerning fire alarm, fire detection, or supervisory services or systems, except to the extent they are at variance with sections of this subchapter, Insurance Code Chapter 6002, or other state statutes. The standards are published by and are available from the National Fire Protection Association Inc. (NFPA) on the NFPA website at www.nfpa.org, Batterymarch Park, Quincy, Massachusetts 02269. A copy of the standards will be available for public inspection at the State Fire Marshal’s Office.

(1) NFPA 11-2016 [2010], Standard for Low-, Medium-, and High-Expansion Foam.


(9) NFPA 17-2021 [2013], Standard for Dry Chemical Extinguishing Systems.

(10) NFPA 17A-2021 [2013], Standard for Wet Chemical Extinguishing Systems.


(15) NFPA 101(r)-2021 [2012], or later editions, Code for Safety to Life from Fire in Buildings and Structures (Life Safety Code)®, or a local jurisdiction may adopt one set of the model codes listed in subsection (b) of this section instead of NFPA 101.

(16) UL 827 December 3, 2021 [October 1, 2008], Standard for Central Station Alarm Services.

(b) The acceptable alternative model code sets are:

(1) the International Building Code®-2003 or later editions, and the International Fire Code-2003 or later editions; or

(2) the International Residential Code® for One- and Two-Family Dwellings-2003 or later editions.

**SUBCHAPTER G. FIRE SPRINKLER RULES**

**28 TAC §34.707**

**§34.707. Adopted Standards.**

(a) The Commissioner adopts by reference in their entirety the following copyrighted standards and recommended practices published by and available from the National Fire Protection Association[,] Inc. (NFPA) on the NFPA website at www.nfpa.org. BatteryMarch Park, Quincy, Massachusetts 02269. A copy of the standards will be available for public inspection in the State Fire Marshal's Office.

(1) NFPA 13-2019 [2013], Standard for the Installation of Sprinkler Systems;

(2) NFPA 25-2020 [2014], Standard for the Inspection, Testing and Maintenance of Water-Based Fire Protection Systems;

(3) NFPA 13D-2019 [2013], Standard for the Installation of Sprinkler Systems in One- and Two-Family Dwellings and Manufactured Homes;

(4) NFPA 13R-2019 [2013], Standard for the Installation of Sprinkler Systems in Low-Rise Residential Occupancies;

(5) NFPA 14-2019 [2013], Standard for the Installation of Standpipe and Hose Systems;


(9) NFPA 22-2018 [2013], Standard for Water Tanks for Private Fire Protection;

(10) NFPA 24-2019 [2013], Standard for the installation of Private Fire Service Mains and Their Appurtenances;

(11) NFPA 30-2021 [2012], Flammable and Combustible Liquids Code;

(12) NFPA 30B-2019 [2014], Code for the Manufacture and Storage of Aerosol Products;


(14) NFPA 214-2021 [2014], Standard on Water-Cooling Towers;

(15) NFPA 409-2016 [2011], Standard on Aircraft Hangars; and